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Re: North-side Computer Center
CIA Headquarters RBuildine
MclLean, Virginia -
GS=-03B-79077% . -

B MAR 1978 -

Mr. Frank Miles

Project Coordinator

Constriuction Management Division
Regional Puhlic Buildings Service
General Services Administration
Washington, D, C. 20407

Dear Frank:

As per our recent conversation, there are several changes
in scope to the referent which should he formally docurented:

1. Drop the requirement for a closed interior chilled
water loop within the computer room. If chilled watsr ic re-
quired by the central processing units, each will have it's
own closed loop as part of the packaged unit.

2. Drop the requirement for rate-of-rise fire detaction,
This merely duplicates the coverage of the innization Jdatecse
tinn systen,

3. The Architect-Engineer should nrenare spa2cifications
for the chilled water cooled air handling units as they uire to
be furnished by the construction contractor,

Please take whatever action is necessarv to forralize
these chances,

Sincereal

STATINTL

Chinf
Headquarters Engineering Branch, R®ECN/OT1,

0L 8 0892
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